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§ 60.4172 Out of control periods. 

(a) Whenever any monitoring system 
fails to meet the quality-assurance and 
quality-control requirements or data 
validation requirements of part 75 of 
this chapter, data shall be substituted 
using the applicable missing data pro-
cedures in subpart D of part 75 of this 
chapter. 

(b) Audit decertification. Whenever 
both an audit of a monitoring system 
and a review of the initial certification 
or recertification application reveal 
that any monitoring system should not 
have been certified or recertified be-
cause it did not meet a particular per-
formance specification or other re-
quirement under § 60.4171 or the appli-
cable provisions of part 75 of this chap-
ter, both at the time of the initial cer-
tification or recertification application 
submission and at the time of the 
audit, the permitting authority will 
issue a notice of disapproval of the cer-
tification status of such monitoring 
system. For the purposes of this para-
graph, an audit shall be either a field 
audit or an audit of any information 
submitted to the permitting authority 
or the Administrator. By issuing the 
notice of disapproval, the permitting 
authority revokes prospectively the 
certification status of the monitoring 
system. The data measured and re-
corded by the monitoring system shall 
not be considered valid quality-assured 
data from the date of issuance of the 
notification of the revoked certifi-
cation status until the date and time 
that the owner or operator completes 
subsequently approved initial certifi-
cation or recertification tests for the 
monitoring system. The owner or oper-
ator shall follow the applicable initial 
certification or recertification proce-
dures in § 60.4171 for each disapproved 
monitoring system. 

§ 60.4173 Notifications. 

The Hg designated representative for 
a Hg Budget unit shall submit written 
notice to the permitting authority and 
the Administrator in accordance with 
§ 75.61 of this chapter, except that if the 
unit is not subject to an Acid Rain 
emissions limitation, the notification 
is only required to be sent to the per-
mitting authority. 

§ 60.4174 Recordkeeping and report-
ing. 

(a) General provisions. (1) The Hg des-
ignated representative shall comply 
with all recordkeeping and reporting 
requirements in this section and the 
requirements of § 60.4110(e)(1). 

(2) If a Hg Budget unit is subject to 
an Acid Rain emission limitation or 
the CAIR NOX Annual Trading Pro-
gram, CAIR SO2 Trading Program, or 
CAIR NOX Ozone Season Trading Pro-
gram, and the Hg designated represent-
ative who signed and certified any sub-
mission that is made under subpart F 
or G of part 75 of this chapter and that 
includes data and information required 
under this section, §§ 60.4170 through 
60.4173, § 60.4175, § 60.4176, or subpart I of 
part 75 of this chapter is not the same 
person as the designated representative 
or alternative designated representa-
tive, or the CAIR designated represent-
ative or alternate CAIR designated rep-
resentative, for the unit under part 72 
of this chapter and the CAIR NOX An-
nual Trading Program, CAIR SO2 Trad-
ing Program, or CAIR NOX Ozone Sea-
son Trading Program, then the submis-
sion must also be signed by the des-
ignated representative or alternative 
designated representative, or the CAIR 
designated representative or alternate 
CAIR designated representative, as ap-
plicable. 

(b) Monitoring plans. The owner or op-
erator of a Hg Budget unit shall com-
ply with requirements of § 75.84(e) of 
this chapter. 

(c) Certification applications. The Hg 
designated representative shall submit 
an application to the permitting au-
thority within 45 days after completing 
all initial certification or recertifi-
cation tests required under § 60.4171, in-
cluding the information required under 
§ 75.63 of this chapter. 

(d) Quarterly reports. The Hg des-
ignated representative shall submit 
quarterly reports, as follows: 

(1) The Hg designated representative 
shall report the Hg mass emissions 
data and heat input data for the Hg 
Budget unit, in an electronic quarterly 
report in a format prescribed by the 
Administrator, for each calendar quar-
ter beginning with: 

(i) For a unit that commences com-
mercial operation before July 1, 2008, 
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the calendar quarter covering January 
1, 2009 through March 31, 2009; or 

(ii) For a unit that commences com-
mercial operation on or after July 1, 
2008, the calendar quarter cor-
responding to the earlier of the date of 
provisional certification or the applica-
ble deadline for initial certification 
under § 60.4170(b), unless that quarter is 
the third or fourth quarter of 2008, in 
which case reporting shall commence 
in the quarter covering January 1, 2009 
through March 31, 2009. 

(2) The Hg designated representative 
shall submit each quarterly report to 
the Administrator within 30 days fol-
lowing the end of the calendar quarter 
covered by the report. Quarterly re-
ports shall be submitted in the manner 
specified in § 75.84(f) of this chapter. 

(3) For Hg Budget units that are also 
subject to an Acid Rain emissions limi-
tation or the CAIR NOX Annual Trad-
ing Program, CAIR SO2 Trading Pro-
gram, or CAIR NOX Ozone Season Trad-
ing Program, quarterly reports shall 
include the applicable data and infor-
mation required by subparts F through 
H of part 75 of this chapter as applica-
ble, in addition to the Hg mass emis-
sion data, heat input data, and other 
information required by this section, 
§§ 60.4170 through 60.4173, § 60.4175, and 
§ 60.4176. 

(e) Compliance certification. The Hg 
designated representative shall submit 
to the Administrator a compliance cer-
tification (in a format prescribed by 
the Administrator) in support of each 
quarterly report based on reasonable 
inquiry of those persons with primary 
responsibility for ensuring that all of 
the unit’s emissions are correctly and 
fully monitored. The certification shall 
state that: 

(1) The monitoring data submitted 
were recorded in accordance with the 
applicable requirements of this section, 
§§ 60.4170 through 60.4173, § 60.4175, 
§ 60.4176, and part 75 of this chapter, in-
cluding the quality assurance proce-
dures and specifications; and 

(2) For a unit with add-on Hg emis-
sion controls, a flue gas desulfurization 
system, a selective catalytic reduction 
system, or a compact hybrid particu-
late collector system and for all hours 
where Hg data are substituted in ac-
cordance with § 75.34(a)(1) of this chap-

ter, the Hg add-on emission controls, 
flue gas desulfurization system, selec-
tive catalytic reduction system, or 
compact hybrid particulate collector 
system were operating within the 
range of parameters listed in the qual-
ity assurance/quality control program 
under appendix B to part 75 of this 
chapter, or quality-assured SO2 emis-
sion data recorded in accordance with 
part 75 of this chapter document that 
the flue gas desulfurization system, or 
quality-assured NOX emission data re-
corded in accordance with part 75 of 
this chapter document that the selec-
tive catalytic reduction system, was 
operating properly, as applicable, and 
the substitute data values do not sys-
tematically underestimate Hg emis-
sions. 

§ 60.4175 Petitions. 

The Hg designated representative of 
a Hg unit may submit a petition under 
§ 75.66 of this chapter to the Adminis-
trator requesting approval to apply an 
alternative to any requirement of 
§§ 60.4170 through 60.4174 and § 60.4176. 
Application of an alternative to any re-
quirement of §§ 60.4170 through 60.4174 
and § 60.4176 is in accordance with this 
section and §§ 60.4170 through 60.4174 
and § 60.4176 only to the extent that the 
petition is approved in writing by the 
Administrator, in consultation with 
the permitting authority. 

§ 60.4176 Additional requirements to 
provide heat input data. 

The owner or operator of a Hg Budget 
unit that monitors and reports Hg 
mass emissions using a Hg concentra-
tion monitoring system and a flow 
monitoring system shall also monitor 
and report heat input rate at the unit 
level using the procedures set forth in 
part 75 of this chapter. 

Subpart IIII—Standards of Perform-
ance for Stationary Compres-
sion Ignition Internal Combus-
tion Engines 

SOURCE: 71 FR 39172, July 11, 2006, unless 
otherwise noted. 
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